NYC Department of Education
Building Condition Assessment Survey 2008-2009

Architectural Inspection Q410
School: BEACH CHANNEL HS - Q, 100-00 BEACH CHANNEL DRI, QUEENS, NY, 11694
Inspectionld  Inspection Type Time In Last Edited
1273043 ARCHITECTURAL - SENIOR 2009-01-13 08:18AM  2009-07-08 02:51PM
1285041 ARCHITECTURAL - JUNIOR 2009-01-13 09:17AM  2009-07-09 01:45PM
Asset Data
Question Answer
Was the Building Fully Accessible for Inspection? No
Comments on Inaccessible Inspection The Auditorium is under construction. Sidewalk sheds in many

locations made certain exterior areas such as canopies at
elevations A and J inaccessible.
Principal(s) Information

Principal Name Dr. David Morris

Principal Organization Beach Channel H. S.

Meeting with Principal? Yes

Principal Feedback The Principal has concerns with the following:

1. The P.A. system is old and not working properly.

2. E. Wing is outdated. Furniture has to be upgraded. Raised
platforms do not have fixed tables which would prevent falling or
tripping:

3. A Digital School sign is required at the front of the building to
inform students and parents of events at school.

4. Electrical issues exist in E. Wing with regards to lighting
system. This needs an upgrade.

Principal Name Pat Tubridy

Principal Organization Channelview School

Meeting with Principal? Yes

Principal Feedback Water penetration and leaks are a major problem with B wing

where school is located. Rooms BI63, B265 and B364 have water
penetration issues. The air conditioning does not work in rooms
B354 and B356 and water leaks thru them. Room B 261 which
was an old Computer lab and has many old wires all over on the
walls and need to be removed.

Custodian Was not present
Fireman Joe Garginlo (Foreman)
Comments on the Area (Square Feet) 397,000

Comments on the Stories (Floors) plus Basements 3+B

Comments on the Year Built 1973

Comments on the Student Population 2170

Comments on the Staff Population 300

Comments on the Number of Classrooms 176

Facade Photo

Beach Channel Ave
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Architectural Inspection Q410
Main Entrance Photo

Plaza entrance
Roof Photo
View from B wing.
Have any Systems/Major Building Components been upgraded? Systems: Windows
Years: 1996
Have there been any New Building Additions? No New Construction
Tandem No Tandem
Leased Space? No
Priority Condition
No condition recorded
Structural Engineer Required
Condition Description Component Affected Location Description Photolmage
No condition recorded
Accessibility
Status
Fully Programmatic Accessible
Physical Breakdown Structure Exists Complies Required Deficiency
FUNCTIONAL ACCESSIBILITY
Exterior Routes
Exterior Entrances & Exits Yes
Exterior H/C Lifts No No
Exterior Ramps and Railings Yes Yes
Interior Routes
Interior Corridor Doors And Hardware Yes Yes
Interior Corridors & Lobbies Yes
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Physical Breakdown Structure Exists Complies Required Deficiency
Interior Elevators Yes Yes
Interior H/C Lifts No Yes
Interior Lobby Doors And Hardware Yes
Interior Ramps No

Room & Spaces

Art Rooms

Rooms C334, C338 , C340 Yes Yes
Auditorium

1st floor, A wing Yes Yes
Cafeteria

Rooms F100 and F200 Yes Yes
Class Rooms

All floors Yes Yes
Computer Rooms

Rooms C339, C34l, C343, C345, E 203, Yes Yes

E303, E 297, D283 A
Gymnasium

1st and 2nd floor Gym's A thru G. Yes Yes
Library

Room D180 Yes Yes
Multi-purpose Room No
Science Lab

Rooms E106, E112, E204, E212, E304, Yes Yes

E316 and D318
Toilet Rooms (boys)

All floors Yes Yes
Toilet Rooms (girls)

All floors Yes Yes
Toilet Rooms (staff)

All floors Yes Yes

Building Template

e

PAREKTING LOT AND AF

BEACH CHANNEL DRIVE

Inspection

Question

Response

ARCHITECTURAL
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Question Response
ATHLETIC FIELDS Does not exist
EXTERIOR Inspected
Areaway Does not exist
Awnings And Canopies Inaccessible
Chimney Inspected
Condition 3- Fair
Deficiency BRICK:MINOR CRACKS AND SPALLING
Deficiency Location/Instance
Deficiency Quantity 30
Quantity Uom S.F.
Potential Action RESTITCH
Urgency of Action PRIORITY 3
Purpose of Action LEVEL 2
Deficiency Photo 1
Chimney, CH
Violations No violations recorded
Deficiency BRICK:OPEN JOINTS
Deficiency Location/Instance
Deficiency Quantity 80
Quantity Uom S.F.
Potential Action REPOINT
Urgency of Action PRIORITY 3
Purpose of Action LEVEL 2
Deficiency Photo 1
Chimney, CH
Violations No violations recorded
Coping Inspected
Condition 4- Between Fair and Poor
Deficiency CAST STONE:CRACKED/BROKEN PIECES
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