NYC Department of Education
Building Condition Assessment Survey 2008-2009

Architectural Inspection Q466
School: FAR ROCKAWAY AF - QUEENS, 821 BEACH 25 STREET, QUEENS, NY, 11691

Inspectionld  Inspection Type

Time In Last Edited

1273074 ARCHITECTURAL - SENIOR
1289083 ARCHITECTURAL - JUNIOR

2009-02-18 01:30PM  2009-02-25 04:30PM
2009-02-18 01:26PM  2009-02-27 01:26PM

Asset Data
Question Answer
Was the Building Fully Accessible for Inspection? Yes

Principal(s) Information
Principal Name
Principal Organization
Meeting with Principal?
Principal Feedback

Custodian

Fireman

Comments on the Area (Square Feet)

Comments on the Stories (Floors) plus Basements

Comments on the Year Built

Comments on the Student Population

Comments on the Staff Population

Comments on the Number of Classrooms

Facade Photo

Main Entrance Photo

Denise Hallett (Teachers and students were off this week)
Q 465-Queens

No

No Feedback from Principal

Was not present

Nando Holiprasad

95000 with 550 SF Storage Building

0

2001

1350

View from Far Rockaway H.S.

View from north end
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NYC Department of Education
Building Condition Assessment Survey 2008-2009

Architectural Inspection Q466
Roof Photo -

View from Far Rockaway H. S.

Have any Systems/Major Building Components been upgraded? Systems: Running track, playing surface , bleachers, and storage
building.
Years: 2001
Have there been any New Building Additions? No New Construction
Tandem No Tandem
Leased Space? No

Priority Condition
No condition recorded

Structural Engineer Required

Condition Description Component Affected Location Description Photolmage
No condition recorded
Accessibility
Status
Physical Breakdown Structure Exists Complies Required Deficiency

Building Template
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Inspection
Question Response
ARCHITECTURAL
ATHLETIC FIELDS Inspected
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NYC Department of Education
Building Condition Assessment Survey 2008-2009

Architectural Inspection Q466
Question Response
ATHLETIC FIELDS
Fixed Equipment Inspected

Basketball Backboard

Does not exist

Basketball Hoops

Does not exist

Basketball Posts

Does not exist

Football Goal Posts Inspected
Condition 5- Poor
Deficiency DAMAGED/DETERIORATED

Deficiency Location/Instance North goal is bent
Deficiency Quantity 1
Quantity Uom EACH
Potential Action REPLACE
Urgency of Action PRIORITY 3
Purpose of Action LEVEL 2

Deficiency Photo 1

North goal
Violations No violations recorded
Tennis Net Inspected
Condition 2- Between Good and Fair
Deficiency No deficiencies recorded

Tennis Net Posts

Inspected

Condition 2- Between Good and Fair
Deficiency No deficiencies recorded
Playing Surface Inspected
Replacement Quantity 95,000
Replacement Uom S.F.

Instance

All locations except Tennis Courts

Instance Condition

2- Between Good and Fair

Instance Quantity

80,000

Instance Quantity Uom

SF

Deficiency
Deficiency Location/Instance
Deficiency Location/Instance

Deficiency Quantity
Quantity Uom
Potential Action
Urgency of Action
Purpose of Action

ARTIFICIAL TURF:DAMAGED/WORN OUT
Mid Field

300

S.F.
REPAIR
PRIORITY 3
LEVEL 2
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