
NYC Department of Education

Building Condition Assessment Survey 2008-2009

Q485Architectural Inspection

Inspection Type Last EditedTime InInspectionId

GROVER CLEVELAND HS - Q, 21-27 HIMROD STREET, QUEENS, NY, 11385School:

 1288160 2009-06-15  11:46AM 2009-06-23  02:05PMARCHITECTURAL - SENIOR
 1281174 2009-06-15  11:41AM 2009-07-09  02:10PMARCHITECTURAL - JUNIOR

Asset Data
Question Answer
Was the Building Fully Accessible for Inspection? No

Scaffolding, netting and sidewalk bridge surround building. 
Parapets replacement, masonry restoration, and water infiltration 
elimination is under construction.

Comments on Inaccessible Inspection

Principal(s) Information
Principal Name Dominick Scarola
Principal Organization Grover Cleveland High School
Meeting with Principal? Yes
Principal Feedback The Principal expressed the following concerns : 

1. The  Roof is in a poor condition and needs a replacement. 
2. The Pool deck was rebuilt  but not properly done. 
3. The new Clocks have  factory defects  and have to be replaced.

Custodian Robert Wagner
Fireman Grey Bianchi
Comments on the Area (Square Feet) 263000
Comments on the Stories (Floors) plus Basements 3 + Basement
Comments on the Year Built 1931
Comments on the Student Population 2850
Comments on the Staff Population 220
Comments on the Number of Classrooms 104
Facade Photo

Himrod Street
Main Entrance Photo

Himrod Street
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Roof Photo

Roof 1
Have any Systems/Major Building Components been upgraded? Systems: Pool, Roof repair and  exterior Re-pointing.

Years: 2006

Systems: Windows
Years: No Information

Have there been any New Building Additions? No New Construction
Tandem No Tandem

Leased Space? No

Priority Condition
No condition recorded

Structural Engineer Required
Condition Description Location DescriptionComponent Affected PhotoImage
No condition recorded

Accessibility

Status
Fully Programmatic Accessible

Physical Breakdown Structure Exists Complies Required Deficiency

FUNCTIONAL ACCESSIBILITY
Exterior Routes

YesExterior Entrances & Exits

NoNoExterior H/C Lifts

YesYesExterior Ramps and Railings
Interior Routes

YesYesInterior Corridor Doors And Hardware

YesInterior Corridors & Lobbies

YesYesInterior Elevators

NoNoInterior H/C Lifts

YesInterior Lobby Doors And Hardware

NoInterior Ramps
Room & Spaces

Art Rooms

Yes YesRooms B28 and B30

Auditorium

Yes No1st floor

NO STAGE ACCESS
WHEELCHAIR PARKING

Cafeteria

Yes YesBasement
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