
NYC Department of Education

Building Condition Assessment Survey 2010-2011

Q485Architectural Inspection

Inspection Type Last EditedTime InInspectionId

GROVER CLEVELAND HS - Q, 21-27 HIMROD STREET, QUEENS, NY, 11385School:

 1830051 2010-11-30  08:13AM 2011-02-07  11:45AMARCHITECTURAL - SENIOR
 1890053 2010-11-30  08:40AM 2010-12-07  12:11PMARCHITECTURAL - ASSOCIATE

Asset Data
Question Answer
Was the Building Fully Accessible for Inspection? Yes
Principal(s) Information

Principal Name Dominick Scarola
Principal Organization Grover Cleveland High School - QUEENS
Meeting with Principal? Yes
Principal Feedback The Principal' s concerns are as follows: 1. False alarms are 

caused by the heat sensors being too close to the steam line. 
Relocation is needed. 2. The steam pipes leak in B22 is causing 
rusting on the near by equipment. 
3. The pool deck is not properly sloped to the floor drains causing 
ponding at several  areas around the pool.
4. The Auditorium dimming equipment is not operational and/or 
malfunctioning. A new dimming system is required. 5. The main 
entrance and exit stairs to Tonsor Street are extremely poor 
condition and must replaced. 6. A possible damaged underground 
water line resulting from the construction equipment has caused a 
ponding effect in the front yard. This constant moist soil area 
must be investigated. 7. The stair case partitions at exit stair 16/17 
and 19/20 are bowing outward, deteriorated and must be repaired.

Custodian Eric K. Doreste
Fireman Greg Bianchi
Building Square Footage  263,000
Comments on the Area (Square Feet) None
Comments on the Stories (Floors) plus Basements 3+B
Comments on the Year Built 1930
Comments on the Student Population 2462
Comments on the Staff Population 246
Comments on the Number of Classrooms 100
Weather Fair
Facade Photo

Main entrance facade facing Himrod Street
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Main Entrance Photo

Main entrance facing Himrod Street

Roof Photo

Roof  #1 - Facing northeast
Have any Systems/Major Building Components been upgraded? Systems: Exterior Wall Repair, Repointing, Roofing, Parapet 

Repair, Chimneys, Window Guard Repair, Coping, 
Bulkhead Roofs, Skylights, Roof Drains, Rebuilt 
Penthouse, Leaders and Gutters, Partial Foundation 
Wall Water Proofing [Gas, Tank, Electric Rooms]

Years: 2010

Systems: Pool Renovation, Roof Repair, Exterior Wall Repair
Years: 2006

Have there been any New Building Additions? No New Construction
Tandem No Tandem

Leased Space? No

Priority Condition
No condition recorded

Structural Engineer Required
Condition Description Location DescriptionComponent Affected PhotoImage
No condition recorded
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