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Q487Architectural Inspection

Inspection Type Last EditedTime InInspectionId

CLEVELAND AF NO. 1 - QUEENS, 21-27 HIMROD STREET, QUEENS, NY, 11385School:

 1830052 2010-11-30  09:46AM 2010-12-08  02:20PMARCHITECTURAL - SENIOR
 1890052 2010-11-30  08:35AM 2010-12-07  10:24AMARCHITECTURAL - ASSOCIATE

Asset Data
Question Answer
Was the Building Fully Accessible for Inspection? Yes
Principal(s) Information

Principal Name Dominick Scarola
Principal Organization Grover Cleveland High School Athletic Field No. 1 - QUEENS
Meeting with Principal? Yes
Principal Feedback The Principal' s concerns are as follows: 1. The severely 

deteriorated 'Green Field' athletic field [lower level] retaining wall 
must be restored as soon as possible. 2. The 'Green Field' 
deteriorated asphalt surfaces must be removed and upgrade with 
Astro Turf for female sports programs. 3. The Black Field [upper 
level] asphalt surfacing must be replaced to allow for staff 
parking.

Custodian Was not present
Fireman Greg Bianchi
Building Square Footage  0
Comments on the Area (Square Feet) 105000
Comments on the Stories (Floors) plus Basements No Field house
Comments on the Year Built 1931
Comments on the Student Population 2462
Comments on the Staff Population 2
Comments on the Number of Classrooms 0
Weather Fair
Facade Photo

Athletic Field #1 - 'Black Field'  - Upper level  [Tennis Courts]
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Main Entrance Photo

Athletic Field #1 - 'Green Field'  - Lower level  [Softball Field]

Roof Photo Not taken
No System UpgradedHave any Systems/Major Building Components been upgraded?

Have there been any New Building Additions? No New Construction
Tandem No Tandem

Leased Space? No

Priority Condition
No condition recorded

Structural Engineer Required
Condition Description Location DescriptionComponent Affected PhotoImage
No condition recorded

Accessibility
Accessibility Status Question Response

Physical Breakdown Structure Exists Complies Required Deficiency

Building Template

Inspection
Question Response

ARCHITECTURAL

ATHLETIC FIELDS Inspected
Does not existFIXED EQUIPMENT
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Question Response

ATHLETIC FIELDS
InspectedPLAYING SURFACE
105,000Replacement Quantity

Replacement Uom S.F.

Instance on Upper and Lower levels of the asphalt surfaced Athletic 
Fields [Upper level - Tennis Courts now used as parking and 
construction staging areas and lower level - Handball and Softball 
Field] are used as parking areas.

Inspected

5- PoorInstance Condition
Instance Quantity 105,000
Instance Quantity Uom SF

ASPHALT:DAMAGED/DETERIORATEDDeficiency
Upper and Lower levels of the asphalt surfaced Athletic Fields: 
Sever cracks and deteriorated surfacing

Deficiency Location/Instance

Deficiency Location/Instance

90,000Deficiency Quantity
Quantity Uom S.F.
Potential Action REPLACE

PRIORITY 3Urgency of Action
LEVEL 2Purpose of Action

Deficiency Photo 1

Softball Field - ['Green Field' - lower portion of athletic field] 
('Black Field' - upper portion of athletic field - similar)

Deficiency Photo 2

Softball Field - lower level

Violations No violations recorded
Does not existSEATING

EXTERIOR Does not exist

INTERIOR Does not exist

LIFE SAFETY Does not exist

SITE Inspected
Does not existCONTAINERIZATION
InspectedDrainage System for Asphalt
InspectedCatch Basins - Surrounded by asphalt

Condition 2- Between Good and Fair
No deficiencies recordedDeficiency
InspectedDrainage System for Concrete
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