
NYC Department of Education

Building Condition Assessment Survey 2008-2009

Q488Architectural Inspection

Inspection Type Last EditedTime InInspectionId

CLEVELAND AF NO. 2 - QUEENS, WILLOUGHBY & CYPRESS AVE, QUEENS, NY, 11385School:

 1288161 2009-06-15  11:47AM 2009-06-23  11:49AMARCHITECTURAL - SENIOR
 1281176 2009-06-15  02:57PM 2009-06-23  03:15PMARCHITECTURAL - JUNIOR

Asset Data
Question Answer
Was the Building Fully Accessible for Inspection? No

Area at facade C was under construction at time of inspection.Comments on Inaccessible Inspection
Principal(s) Information

Principal Name Dominick Scorola
Principal Organization Grover Cleveland High School
Meeting with Principal? Yes
Principal Feedback The Principal expressed the following concern: 1. The ongoing 

renovation needs to be completed on time
Custodian Robert Wagner
Fireman Was not present
Comments on the Area (Square Feet) 5000 - Field House ; 150000 - Athletic Field
Comments on the Stories (Floors) plus Basements 1 ( No Basement )
Comments on the Year Built 1931
Comments on the Student Population 2850
Comments on the Staff Population 1
Comments on the Number of Classrooms 0
Facade Photo

Facade facing the Field
Main Entrance Photo

Main Entrance
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Roof Photo

Roof edge
Have any Systems/Major Building Components been upgraded? Systems: Athletic Field and Field House renovated.

Years: 1992
Have there been any New Building Additions? No New Construction
Tandem No Tandem

Leased Space? No

Priority Condition
No condition recorded

Structural Engineer Required
Condition Description Location DescriptionComponent Affected PhotoImage
No condition recorded

Accessibility

Status
Building is not Functionally Programmatic Accessible

Physical Breakdown Structure Exists Complies Required Deficiency

FUNCTIONAL ACCESSIBILITY
Exterior Routes

NoExterior Entrances & Exits
DOOR WIDTH < 36"

NoNoExterior H/C Lifts

YesYesExterior Ramps and Railings
Interior Routes

YesYesInterior Corridor Doors And Hardware

YesInterior Corridors & Lobbies

NoInterior Elevators

NoNoInterior H/C Lifts

YesInterior Lobby Doors And Hardware

NoInterior Ramps
Room & Spaces

NoArt Rooms

NoAuditorium

NoCafeteria

NoClass Rooms

NoComputer Rooms

NoGymnasium

NoLibrary

NoMulti-purpose Room

NoScience Lab
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Physical Breakdown Structure Exists Complies Required Deficiency

Toilet Rooms (boys)

Yes No1st floor

ACCESSORY ARRANGEMENT
INSUFFICIENT LATCH CLEARENCE
OPENING FORCE > 5 LBS.

Toilet Rooms (girls)

Yes No1st floor

ACCESSORY ARRANGEMENT
INSUFFICIENT LATCH CLEARENCE
OPENING FORCE > 5 LBS.
SINK ARRANGEMENT
TURNING RADIUS
WATER CLOSET ARRANGEMENT

Toilet Rooms (staff)

Yes No1st floor

ACCESSORY ARRANGEMENT
INSUFFICIENT LATCH CLEARENCE
OPENING FORCE > 5 LBS.
SINK ARRANGEMENT
TURNING RADIUS
URINAL ARRANGEMENT
WATER CLOSET ARRANGEMENT

Building Template

Inspection
Question Response

ARCHITECTURAL

ATHLETIC FIELDS Inspected
Does not existFixed Equipment
InspectedPlaying Surface
114,000Replacement Quantity

Replacement Uom S.F.

Tennis courts, handball courts, basket ball courtsInstance
Instance Condition 1- Good

20,000Instance Quantity

Instance Quantity Uom SF
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Question Response

ATHLETIC FIELDS
Playing Surface

Deficiency No deficiencies recorded

Artificial turfInstance
Instance Condition 3- Fair

94,000Instance Quantity

Instance Quantity Uom SF

ATHLETIC WEARING 
SURFACE:DAMAGED/DETERIORATED

Deficiency

Along edge of trackDeficiency Location/Instance
Deficiency Location/Instance

300Deficiency Quantity
Quantity Uom S.F.
Potential Action MAINTENANCE

PRIORITY 4Urgency of Action
LEVEL 2Purpose of Action

Deficiency Photo 1

Along  periphery of running track.

Deficiency Photo 2

Edge of running track along field

Violations No violations recorded
InspectedRunning Track

Condition 2- Between Good and Fair

No deficiencies recordedDeficiency
InspectedSeating
InspectedBenches
Does not existConcrete
InspectedMetal/Wood/Plastic
2- Between Good and FairCondition
No deficiencies recordedDeficiency
InspectedBleachers
InspectedConcrete
1- GoodCondition
No deficiencies recordedDeficiency
Does not existMetal/Wood/Plastic

EXTERIOR Inspected
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