
NYC Department of Education

Building Condition Assessment Survey 2010-2011

Q488Architectural Inspection

Inspection Type Last EditedTime InInspectionId

CLEVELAND AF NO. 2 - QUEENS, WILLOUGHBY & CYPRESS AVE, QUEENS, NY, 11385School:

 1830053 2010-11-30  10:07AM 2011-05-04  09:46AMARCHITECTURAL - SENIOR
 1890051 2010-11-30  08:33AM 2010-12-07  10:43AMARCHITECTURAL - ASSOCIATE

Asset Data
Question Answer
Was the Building Fully Accessible for Inspection? Yes
Principal(s) Information

Principal Name Dominick Scarola
Principal Organization Grover Cleveland High School Athletic Field NO. 2 - QUEENS
Meeting with Principal? Yes
Principal Feedback The Principle' s concern is as follows: The Soccer Field' s Astro 

Turf  was severely damaged during the recent storms and it 
requires a total replacement.

Custodian Was not present
Fireman Was not present
Building Square Footage  5,000
Comments on the Area (Square Feet) 312,200 S.F.; the entire site area
Comments on the Stories (Floors) plus Basements 1 - No Basement
Comments on the Year Built 1931
Comments on the Student Population 2462
Comments on the Staff Population 1
Comments on the Number of Classrooms 2 (offices)
Weather Fair
Facade Photo

Main entrance facade facing New Tennis Courts
Main Entrance Photo

Main entrance facing New Tennis Courts
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Roof Photo

Roof #1
Have any Systems/Major Building Components been upgraded? Systems: Tennis Courts No. 1 and No. 2, Handball Courts, 

Concrete Bleachers Restoration,
Years: 2010

Have there been any New Building Additions? No New Construction
Tandem No Tandem

Leased Space? No

Priority Condition
No condition recorded

Structural Engineer Required
Condition Description Location DescriptionComponent Affected PhotoImage
No condition recorded

Accessibility
Accessibility Status Question Response

Is the Primary or secondary entrance on an accessible route? Yes
Is the building a multi-story building? No

Do any of the following spaces exist? Classroom, Art Room, Auditorium, Cafeteria, 
Computer, Gymnasiums, Library, Multipurpose Room, Science Labs

No

Are ALL occupied Spaces on the accessible route? Yes
Are there accessible toilets In the building? Yes

Building Accessibility Status? Functionally Fully Programmatically Accessible

Physical Breakdown Structure Exists Complies Required Deficiency

FUNCTIONAL ACCESSIBILITY
EXTERIOR ROUTES

YesExterior Entrances & Exits

NoNoExterior H/C Lifts

YesYesExterior Ramps and Railings
INTERIOR ROUTES

NoNoInterior Corridor Doors And Hardware

YesInterior Corridors & Lobbies

NoInterior Elevators

NoNoInterior H/C Lifts

YesInterior Lobby Doors And Hardware

NoInterior Ramps
ROOM & SPACES

NoArt Rooms

NoAuditorium

NoCafeteria

NoClass Rooms

Page 2 of 22 Print Date: 7/11/2011Mobile Validity Version 2.0 (P)



NYC Department of Education

Building Condition Assessment Survey 2010-2011

Q488Architectural Inspection

Physical Breakdown Structure Exists Complies Required Deficiency

NoComputer Rooms

NoGymnasium

NoLibrary

NoMain Office

NoMulti-purpose Room

Nurse's Office

Yes Yes1st Floor

NoScience Lab

Toilet Rooms (boys)

Yes YesMale Toilet Room at Facade C

Toilet Rooms (girls)

Yes YesFemale Toilet Room at Facade C

Toilet Rooms (staff)

Yes NoOffice Toilet Room

CLEAR OPENING < 32"
TURNING RADIUS
WATER CLOSET ARRANGEMENT

Building Template

Inspection
Question Response

ARCHITECTURAL

ATHLETIC FIELDS Inspected
InspectedFIXED EQUIPMENT
Does not existBasketball Backboard
Does not existBasketball Hoops
Does not existBasketball Posts
Does not existFootball Goal Posts
InspectedTennis Net Posts

Condition 1- Good
No deficiencies recordedDeficiency
InspectedPLAYING SURFACE
151,000Replacement Quantity

Replacement Uom S.F.
Synthetic Turf Installation Year 1992
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Question Response

ATHLETIC FIELDS
PLAYING SURFACE

Instance on Soccer / Baseball Field Inspected
4- Between Fair and PoorInstance Condition

Instance Quantity 93,400
Instance Quantity Uom SF

ARTIFICIAL TURF:DAMAGED/WORN OUTDeficiency
Soccer Field - Southeast, Northeast section: Damaged / Worn 
artificial surface

Deficiency Location/Instance

Deficiency Location/Instance

600Deficiency Quantity
Quantity Uom S.F.
Potential Action REPLACE

PRIORITY 3Urgency of Action
LEVEL 2Purpose of Action

Deficiency Photo 1

East section of Soccer Field

Deficiency Photo 2

Typical damaged area [other forms of damaged: wrinkling, areas showing wood substrate at edges, open joints, etc.]

Violations No violations recorded

Instance on Tennis Courts #1 and #2 Inspected
1- GoodInstance Condition

Instance Quantity 26,400
Instance Quantity Uom SF

No deficiencies recordedDeficiency

Instance on Handball Courts Inspected
1- GoodInstance Condition

Instance Quantity 7,600
Instance Quantity Uom SF

No deficiencies recordedDeficiency

Instance on Running Track Inspected
3- FairInstance Condition

Instance Quantity 23,600
Instance Quantity Uom SF

ATHLETIC WEARING 
SURFACE:DAMAGED/DETERIORATED

Deficiency
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