
NYC Department of Education

Building Condition Assessment Survey 2010-2011

Q595Architectural Inspection

Inspection Type Last EditedTime InInspectionId

AUX. SERV. - JAMAICA LEARN CT - Q, 162-02 HILLSIDE AVENUE, QUEENS, NY, 11434School:

 2050024 2010-11-01  01:23PM 2011-05-03  12:18PMARCHITECTURAL - SENIOR
 1540026 2010-11-01  12:53PM 2010-11-15  08:53AMARCHITECTURAL - ASSOCIATE

Asset Data
Question Answer
Was the Building Fully Accessible for Inspection? Yes
Principal(s) Information

Principal Name Robert Zweig
Principal Organization Aux. Service- Jamaica Learning Center - Queens
Meeting with Principal? No
Principal Feedback The Principal will fax concerns, if any.

Principal Name Mark Melkonian
Principal Organization GED PLUS- Q950, Queens
Meeting with Principal? No
Principal Feedback The Principal's concerns are as follows: Ventilation throughout 

the building needs to be improved. 2) Electrical power is 
insufficient for today's  technological needs.

Custodian Sharese Lesley
Fireman David Gilbert
Building Square Footage  47,000
Comments on the Area (Square Feet) None
Comments on the Stories (Floors) plus Basements 4+B
Comments on the Year Built 1896
Comments on the Student Population 600
Comments on the Staff Population 55
Comments on the Number of Classrooms 28
Weather Fair
Facade Photo

Hillside Avenue

Page 1 of 27 Print Date: 6/26/2011Mobile Validity Version 2.0 (P)



NYC Department of Education

Building Condition Assessment Survey 2010-2011

Q595Architectural Inspection
Main Entrance Photo

Hillside Avenue

Roof Photo

Sloping roof looking from Northern Blvd
Have any Systems/Major Building Components been upgraded? Systems: Exterior Walls repointing, rebuilt chimney

Years: 2009

Systems: Sloped Roof replacement, Parapet
Years: 2006

Systems: Rebuilt Areaway slabs, grating and sidewalks
Years: 2010

Have there been any New Building Additions? No New Construction
Tandem No Tandem

Leased Space? No

Priority Condition
No condition recorded

Structural Engineer Required
Condition Description Location DescriptionComponent Affected PhotoImage
No condition recorded

Accessibility
Accessibility Status Question Response

Is the Primary or secondary entrance on an accessible route? No
Building Accessibility Status? Not Accessible. Building is not Functionally 

Programmatically Accessible

Physical Breakdown Structure Exists Complies Required Deficiency

FUNCTIONAL ACCESSIBILITY
EXTERIOR ROUTES

YesExterior Entrances & Exits
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