
NYC Department of Education

Building Condition Assessment Survey 2008-2009

Q650Architectural Inspection

Inspection Type Last EditedTime InInspectionId

HS FOR CONST.TRADES,ENGG.,& ARCH-Q, 94-06 104TH STREET, QUEENS, NY, 11416School:

 1288079 2009-03-24  07:13AM 2009-04-01  01:23PMARCHITECTURAL - SENIOR
 1289118 2009-03-24  07:57AM 2009-03-31  04:32PMARCHITECTURAL - JUNIOR

Asset Data
Question Answer
Was the Building Fully Accessible for Inspection? Yes
Principal(s) Information

Principal Name Quintin Cedeno
Principal Organization High School for Construction Trades , Engineering and 

Architecture, Queens
Meeting with Principal? Yes
Principal Feedback The Principal expressed the following concerns: 

1.Gym Bleachers have been a problem from the day the school 
opened. Their operation is hard and  jams at times. 
2. Smoke Doors operate contrary to normal operation. At time of 
operation  right  hand Door must be pulled towards the person to 
open. 
3. Heating and cooling system controls not properly working. 
4. Interior Door closers and stops do not properly work.

Custodian Amin Quanungo
Fireman John Shedd
Comments on the Area (Square Feet) 137000
Comments on the Stories (Floors) plus Basements 4 + B
Comments on the Year Built 2006
Comments on the Student Population 681
Comments on the Staff Population 86
Comments on the Number of Classrooms 70
Facade Photo

East 104 Street view
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Main Entrance Photo

East 104th Street view.

Roof Photo

Roof 1
No System UpgradedHave any Systems/Major Building Components been upgraded?

Have there been any New Building Additions? No New Construction
Tandem No Tandem

Leased Space? No

Priority Condition
No condition recorded

Structural Engineer Required
Condition Description Location DescriptionComponent Affected PhotoImage
No condition recorded

Accessibility

Status
Fully Programmatic Accessible

Physical Breakdown Structure Exists Complies Required Deficiency

FUNCTIONAL ACCESSIBILITY
Exterior Routes

YesExterior Entrances & Exits

NoNoExterior H/C Lifts

NoNoExterior Ramps and Railings
Interior Routes

YesYesInterior Corridor Doors And Hardware

YesInterior Corridors & Lobbies

YesYesInterior Elevators
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Physical Breakdown Structure Exists Complies Required Deficiency

YesYesInterior H/C Lifts

YesInterior Lobby Doors And Hardware

YesYesInterior Ramps
Room & Spaces

Art Rooms

Yes YesRoom 252

Auditorium

Yes Yes1st Floor

Cafeteria

Yes YesBasement

Class Rooms

Yes YesAll floors

Computer Rooms

Yes YesRooms 208,224,352,356,424

Gymnasium

Yes YesBasement

Library

Yes YesRoom 305

NoMulti-purpose Room

Science Lab

Yes YesRooms 320 and 328

Toilet Rooms (boys)

Yes YesAll floors

Toilet Rooms (girls)

Yes YesAll floors

Toilet Rooms (staff)

Yes YesAll floors

Building Template

Inspection
Question Response

ARCHITECTURAL

ATHLETIC FIELDS Does not exist

EXTERIOR Inspected
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Question Response

EXTERIOR
Does not existAreaway
InspectedAwnings And Canopies

Condition 1- Good

No deficiencies recordedDeficiency
Does not existChimney
InspectedCoping

Condition 1- Good

No deficiencies recordedDeficiency
Does not existCornice
InspectedDoors
InspectedDoors and Frames

Condition 1- Good
No deficiencies recordedDeficiency
InspectedLintels

Condition 1- Good
No deficiencies recordedDeficiency
InspectedTransom/side Light

Condition 1- Good
No deficiencies recordedDeficiency
InspectedExterior Soffits

Condition 1- Good

No deficiencies recordedDeficiency
InspectedExterior Walls
30,000Replacement Quantity

Replacement Uom S.F.

All facadesInstance
Instance Condition 1- Good

30,000Instance Quantity

Instance Quantity Uom SF

Deficiency No deficiencies recorded
Does not existLoading Dock
InspectedLouver

Condition 1- Good

No deficiencies recordedDeficiency
InspectedParapets
12,000Replacement Quantity

Replacement Uom C.F.

All facadesInstance
Instance Condition 2- Between Good and Fair

12,000Instance Quantity

Instance Quantity Uom CF

STONE:MINOR CRACKS, SPALLINGDeficiency
Deficiency Location/Instance

150Deficiency Quantity
Quantity Uom S.F.
Potential Action REPAIR

PRIORITY 3Urgency of Action
LEVEL 2Purpose of Action
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Question Response

EXTERIOR
Parapets

Deficiency Photo 1

Roof 1 (Cast in place concrete parapet)

Deficiency Photo 2

Roof 1

Violations No violations recorded
InspectedRoofing
InspectedRoofing

Replacement Quantity 35,000
Replacement Uom S.F.

InspectedFlashing
1- GoodCondition
No deficiencies recordedDeficiency
InspectedHatch
1- GoodCondition
No deficiencies recordedDeficiency
InspectedLadder
1- GoodCondition
No deficiencies recordedDeficiency
InspectedLeaders, Gutters, Downspouts
1- GoodCondition
No deficiencies recordedDeficiency
InspectedRoof Barrier
1- GoodCondition
No deficiencies recordedDeficiency
Does not existRoof Cage
Does not existRoof Fence
InspectedRoofing
All facadesInstance

Instance Condition 3- Fair

35,000Instance Quantity

Instance Quantity Uom SF

IRMA:DAMAGED INSULATIONDeficiency
Deficiency Location/Instance

10Deficiency Quantity
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