
NYC Department of Education

Building Condition Assessment Survey 2008-2009

Q835Architectural Inspection

Inspection Type Last EditedTime InInspectionId

P.S. 233 MINISCHOOL1 (OLD P134)-Q, 109-36 204TH STREET, QUEENS, NY, 11412School:

 1282076 2009-02-13  09:26AM 2009-03-17  03:46PMARCHITECTURAL - SENIOR
 1284078 2009-02-13  08:37AM 2009-02-24  01:19PMARCHITECTURAL - JUNIOR

Asset Data
Question Answer
Was the Building Fully Accessible for Inspection? Yes
Principal(s) Information

Principal Name Debbie Edmonds
Principal Organization P.S. 233 Mini-school Queens
Meeting with Principal? Yes
Principal Feedback Principal is concerned about the following: Ceiling tiles need to 

be replaced.
Custodian Charles Harris
Fireman Dexter Priester
Comments on the Area (Square Feet) 8000
Comments on the Stories (Floors) plus Basements 1 (no basement)
Comments on the Year Built 1969
Comments on the Student Population 44
Comments on the Staff Population 54
Comments on the Number of Classrooms 7
Facade Photo

North facade
Main Entrance Photo

North facade
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Roof Photo

East end of Roof
Have any Systems/Major Building Components been upgraded? Systems: Roof

Years: 2000
Have there been any New Building Additions? No New Construction
Tandem No Tandem

Leased Space? No

Priority Condition
No condition recorded

Structural Engineer Required
Condition Description Location DescriptionComponent Affected PhotoImage
No condition recorded

Accessibility

Status
Fully Programmatic Accessible

Physical Breakdown Structure Exists Complies Required Deficiency

FUNCTIONAL ACCESSIBILITY
Exterior Routes

YesExterior Entrances & Exits

NoNoExterior H/C Lifts

YesYesExterior Ramps and Railings
Interior Routes

YesYesInterior Corridor Doors And Hardware

YesInterior Corridors & Lobbies

NoInterior Elevators

NoNoInterior H/C Lifts

YesInterior Lobby Doors And Hardware

NoInterior Ramps
Room & Spaces

NoArt Rooms

NoAuditorium

Cafeteria

Yes YesFirst floor

Class Rooms

Yes YesFirst floor

NoComputer Rooms

NoGymnasium

NoLibrary

NoMulti-purpose Room
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Physical Breakdown Structure Exists Complies Required Deficiency

NoScience Lab

Toilet Rooms (boys)

Yes YesFirst floor near main entry

Toilet Rooms (girls)

Yes YesFirst floor near main entry

Toilet Rooms (staff)

Yes NoFirst floor

ACCESSORY ARRANGEMENT
CLEAR OPENING < 32"
INSUFFICIENT LATCH CLEARENCE
NO LEVER-TYPE HARDWARE
SINK ARRANGEMENT
TURNING RADIUS
WATER CLOSET ARRANGEMENT

Building Template

Inspection
Question Response

ARCHITECTURAL

ATHLETIC FIELDS Does not exist

EXTERIOR Inspected
Does not existAreaway
InspectedAwnings And Canopies

Condition 2- Between Good and Fair

No deficiencies recordedDeficiency
Does not existChimney
Does not existCoping
Does not existCornice
InspectedDoors
InspectedDoors and Frames

Condition 2- Between Good and Fair
No deficiencies recordedDeficiency
Does not existLintels
Does not existTransom/side Light
InspectedExterior Soffits

Condition 2- Between Good and Fair
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Question Response

EXTERIOR
Exterior Soffits

No deficiencies recordedDeficiency
InspectedExterior Walls
6,600Replacement Quantity

Replacement Uom S.F.

AllInstance
Instance Condition 3- Fair

6,600Instance Quantity

Instance Quantity Uom SF

METAL PANEL:SEVERE DENTSDeficiency
Roof Plan Reference

Elevation

Elevation Reference Elevation A
250Deficiency Quantity

Quantity Uom S.F.
Potential Action REPLACE

PRIORITY 3Urgency of Action
LEVEL 2Purpose of Action

Violations No violations recorded
Does not existLoading Dock
InspectedLouver

Condition 2- Between Good and Fair

No deficiencies recordedDeficiency
Does not existParapets
InspectedRoofing
InspectedRoofing

Replacement Quantity 8,500
Replacement Uom S.F.

Does not existFlashing
Does not existHatch
Does not existLadder
InspectedLeaders, Gutters, Downspouts
2- Between Good and FairCondition
No deficiencies recordedDeficiency
Does not existRoof Barrier
Does not existRoof Cage
Does not existRoof Fence
InspectedRoofing
AllInstance

Instance Condition 2- Between Good and Fair

8,500Instance Quantity

Instance Quantity Uom SF

Deficiency No deficiencies recorded
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Question Response

EXTERIOR
Roofing

Roofing
Does not existRoofing Drains
InspectedSpecialties
Does not existBulkhead/Penthouse
Does not existCupola/ Spires/ Towers
Does not existDormer
Does not existDunnage Steel
Does not existSkylight
InspectedStairs/ramps: Exterior
InspectedBuilding Cheek/flank Walls

Condition 2- Between Good and Fair
No deficiencies recordedDeficiency
InspectedRailings

Condition 3- Fair
RUSTDeficiency
Ramp at facade D and stairs at main entrance.Deficiency Location/Instance
20Deficiency Quantity

Quantity Uom L.F.
Potential Action MAINTENANCE

PRIORITY 3Urgency of Action
LEVEL 2Purpose of Action

Deficiency Photo 1

Ramp at facade D

Deficiency Photo 2

Main entry stair.

Violations No violations recorded
InspectedStairs/ramps

Condition 2- Between Good and Fair
No deficiencies recordedDeficiency
InspectedWindows
500Replacement Quantity

Replacement Uom S.F.
InspectedExterior Guards

Condition 2- Between Good and Fair
No deficiencies recordedDeficiency
Does not existLintels
InspectedShades

Condition 2- Between Good and Fair
No deficiencies recordedDeficiency
InspectedWindows
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