
NYC Department of Education

Building Condition Assessment Survey 2010-2011

Q875Architectural Inspection

Inspection Type Last EditedTime InInspectionId

P.S. 233 MINISCHOOL2 (OLD P752)-Q, 114-43 142ND STREET, QUEENS, NY, 11436School:

 1830040 2010-11-16  09:05AM 2011-04-20  11:33AMARCHITECTURAL - SENIOR
 1890039 2010-11-16  08:46AM 2010-12-02  02:33PMARCHITECTURAL - ASSOCIATE

Asset Data
Question Answer
Was the Building Fully Accessible for Inspection? Yes
Principal(s) Information

Principal Name Debbie Edmonds
Principal Organization P.S. 233 MINISCHOOL2 - QUEENS
Meeting with Principal? No
Principal Feedback The Principal returned the questionnaire with the following 

comments: 1) The heating system is not working in the hallways 
and toilet rooms. 2) There is a leak in the ceiling of the Nurses 
Office from the roof. 3) There is a pipe in the wall of a student 
toilet room that is broken and leaking. 4) The faucet in the staff 
toilet room is leaking.

Custodian Was not present
Fireman Isaac Holland
Building Square Footage  17,000
Comments on the Area (Square Feet) None
Comments on the Stories (Floors) plus Basements 1+Attic- No Basement
Comments on the Year Built 1991
Comments on the Student Population 81
Comments on the Staff Population 67
Comments on the Number of Classrooms 7
Weather Fair
Facade Photo

Main entrance facade facing 142nd Street
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Main Entrance Photo

Main entrance facing 142nd Street

Roof Photo

Roofs #5, #6 and #11
Have any Systems/Major Building Components been upgraded? Systems: Roof Repair

Years: 2010
Have there been any New Building Additions? No New Construction
Tandem No Tandem

Leased Space? No

Priority Condition
No condition recorded

Structural Engineer Required
Condition Description Location DescriptionComponent Affected PhotoImage
No condition recorded

Accessibility
Accessibility Status Question Response

Is the Primary or secondary entrance on an accessible route? Yes
Is the building a multi-story building? No

Do any of the following spaces exist? Classroom, Art Room, Auditorium, Cafeteria, 
Computer, Gymnasiums, Library, Multipurpose Room, Science Labs

Yes

For the spaces that do exist, are they ALL accessible? Yes
Is there at least one Boys and Girls or Unisex toilet accessible In the building? Yes

Building Accessibility Status? Functionally Fully Programmatically Accessible

Physical Breakdown Structure Exists Complies Required Deficiency

FUNCTIONAL ACCESSIBILITY
EXTERIOR ROUTES

YesExterior Entrances & Exits
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Physical Breakdown Structure Exists Complies Required Deficiency

NoNoExterior H/C Lifts

NoNoExterior Ramps and Railings
INTERIOR ROUTES

YesYesInterior Corridor Doors And Hardware

YesInterior Corridors & Lobbies

NoInterior Elevators

NoNoInterior H/C Lifts

YesInterior Lobby Doors And Hardware

NoInterior Ramps
ROOM & SPACES

Art Rooms

Yes YesRoom 118

NoAuditorium

Cafeteria

Yes Yes1st Floor

Class Rooms

Yes Yes1st Floor

NoComputer Rooms

NoGymnasium

Library

Yes YesRoom 114

Main Office

Yes YesRoom 101

Multi-purpose Room

Yes Yes1st Floor

Nurse's Office

Yes YesRoom 138

NoScience Lab

Toilet Rooms (boys)

Yes Yes1st Floor - Rooms Inspected: Boys Toilet 
in Room 134, Near Room 138

Toilet Rooms (girls)

Yes Yes1st Floor - Rooms Inspected: Girls Toilet 
in Room 134, Near Room 138 [Lobby]

Toilet Rooms (staff)

Yes Yes1st Floor - Rooms Inspected: Near 139
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Building Template

Inspection
Question Response

ARCHITECTURAL

ATHLETIC FIELDS Does not exist

EXTERIOR Inspected
Does not existAREAWAY
Does not existAWNINGS AND CANOPIES
InspectedCHIMNEY
MetalMaterial Type(s)

Condition 2- Between Good and Fair

No deficiencies recordedDeficiency
Does not existCOPING
Does not existCORNICE
InspectedDOORS
InspectedDOOR HARDWARE

Condition 2- Between Good and Fair
No deficiencies recordedDeficiency
InspectedDOORS AND FRAMES

Condition 2- Between Good and Fair
No deficiencies recordedDeficiency
InspectedLINTELS

Condition 2- Between Good and Fair
No deficiencies recordedDeficiency
InspectedTRANSOM/SIDE LIGHT

Condition 2- Between Good and Fair
No deficiencies recordedDeficiency
InspectedEXTERIOR SOFFITS

Condition 2- Between Good and Fair

No deficiencies recordedDeficiency
InspectedEXTERIOR WALLS
OtherMaterial Type(s)
10,000Replacement Quantity

Replacement Uom S.F.

Instance on All Facades Inspected
4- Between Fair and PoorInstance Condition

Instance Quantity 10,000
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Question Response

EXTERIOR
EXTERIOR WALLS

Instance Quantity Uom SF
STUCCO CEMENT SURFACE:WATER INFILTRATIONDeficiency

Roof Plan Reference

Elevation

Elevation Reference Facade C [wall surface is an stucco like board secured to masonry 
sub straight]
150Deficiency Quantity

Quantity Uom S.F.
Potential Action REPAIR

PRIORITY 5Urgency of Action
LEVEL 2Purpose of Action

Deficiency Photo 1

Kitchen wall [Room wall 134 over window - similar]

Deficiency Photo 2

Area of water infiltration

Violations No violations recorded

CERAMIC TILE:CHIPPED, SPALLED, BROKEN PIECESDeficiency
Roof Plan Reference

Elevation
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