
NYC Department of Education

Building Condition Assessment Survey 2010-2011

X040Architectural Inspection

Inspection Type Last EditedTime InInspectionId

P.S. 220 - BRONX, 468 EAST 140 STREET, BRONX, NY, 10454School:

 1910031 2010-10-27  08:07AM 2010-12-29  09:30PMARCHITECTURAL - SENIOR
 1820032 2010-10-27  08:42AM 2011-01-06  07:33PMARCHITECTURAL - ASSOCIATE

Asset Data
Question Answer
Was the Building Fully Accessible for Inspection? Yes
Principal(s) Information

Principal Name Sherry Font Williams
Principal Organization P.S. 179- Bronx
Meeting with Principal? Yes
Principal Feedback The Principal's concerns are as follows:

1) The internet school server is not able to accommodate all three 
school organizations.
2) The Electrical system needs an upgrade to meet the present 
technology.
3) The Auditorium needs an A/C system.
4) First Floor toilets overflow during heavy rain.

Principal Name Karen Collins
Principal Organization P.S. 369- Bronx
Meeting with Principal? Yes
Principal Feedback The Principal's concerns are as follows:

1) The Internet School server is not able to accommodate all three 
school organizations.
2) The Electrical system needs an upgrade to meet the present 
technology.
3) The Auditorium needs an A/C system.
4) First Floor toilets overflow during heavy rain.
5) The school needs closed circuit tv security system.
6) The Dumbwaiter needs an upgrade.

Principal Name Robin Cohen
Principal Organization P.S. 17- Bronx
Meeting with Principal? No
Principal Feedback No Feedback from Principal

Custodian Was not present
Fireman Dennis Green
Building Square Footage  90,000
Comments on the Area (Square Feet) None
Comments on the Stories (Floors) plus Basements 4+B
Comments on the Year Built 1967
Comments on the Student Population 730
Comments on the Staff Population 118
Comments on the Number of Classrooms 50
Weather Heavy Rain
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Facade Photo

Facade A-South West view
Main Entrance Photo

Facade A

Roof Photo

Roof 1-West view
Have any Systems/Major Building Components been upgraded? Systems: Partial Roof Drain Replacement-Roof 1

Years: 2010

Systems: Roof Replaced, Masonry Repairs, Pavement, 
Replacement Glazing in Existing Window Frames, 
Exterior Doors.

Years: 2001
Have there been any New Building Additions? No New Construction
Tandem No Tandem

Leased Space? No

Page 2 of 40 Print Date: 6/26/2011Mobile Validity Version 2.0 (P)


