
NYC Department of Education

Building Condition Assessment Survey 2010-2011

X043Architectural Inspection

Inspection Type Last EditedTime InInspectionId

P.S. 43 - BRONX, 165 BROWN PLACE, BRONX, NY, 10454School:

 1910026 2010-10-21  07:39AM 2011-04-21  02:35PMARCHITECTURAL - SENIOR
 1820027 2010-10-21  08:22AM 2010-11-05  06:45PMARCHITECTURAL - ASSOCIATE

Asset Data
Question Answer
Was the Building Fully Accessible for Inspection? Yes
Principal(s) Information

Principal Name Giovanna Delucchi
Principal Organization P.S. 43- Bronx
Meeting with Principal? Yes
Principal Feedback The Principal's concerns are as follows:

1) The electrical system is inadequate to support the new 
technology electrical requirements.
2) Lighting fixtures for the classrooms and stairs need an upgrade.
3) All exterior exit doors need replacements.
4) The Gym walls are not strong enough to support the basketball 
hoops.
5) The toilets need an upgrade.
6) The A/C system is inadequate throughout the building, 
especially in the Auditorium.

Principal Name Robin Cohen
Principal Organization P.S. 17- Bronx
Meeting with Principal? No
Principal Feedback No Feedback from Principal

Custodian Juan Burgos
Fireman Was not present
Building Square Footage  97,000
Comments on the Area (Square Feet) None
Comments on the Stories (Floors) plus Basements 5+B
Comments on the Year Built 1906
Comments on the Student Population 470
Comments on the Staff Population 60
Comments on the Number of Classrooms 38
Weather Fair
Facade Photo

Facade A- North East view
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Main Entrance Photo

Facade A- Brown Place

Roof Photo

Roof 2- North view
Have any Systems/Major Building Components been upgraded? Systems: Exterior Masonry Repairs, Parapets, Coping, Front 

Door Replacement, Basement partial ceiling steel 
fireproofing.

Years: 2010

Systems: Window Replacement
Years: 2002

Systems: Roof Replacement
Years: 2000
1922Have there been any New Building Additions?

Tandem No Tandem

Leased Space? No

Priority Condition
Condition Description Person(s) NotifiedLocation DescriptionComponent Affected PhotoImage

The overhead metal arched 
and cinder concrete slab.

The basement ceiling, 
composed of cinder 
concrete on metal arches, is 
mostly deteriorated and 
many sections have fallen 
to the floor below. Some 
parts of the ceiling appear 
in danger of collapse.

Basement overhead slab. Juan Burgos, 
Custodian
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