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X137Architectural Inspection

Inspection Type Last EditedTime InInspectionId

I.S. 391 (UDC) - BRONX, 2225 WEBSTER AVENUE, BRONX, NY, 10457School:

 1287025 2008-12-18  07:32AM 2009-04-07  09:27AMARCHITECTURAL - SENIOR
 1289027 2008-12-18  08:29AM 2009-03-10  09:50AMARCHITECTURAL - JUNIOR

Asset Data
Question Answer
Was the Building Fully Accessible for Inspection? Yes
Principal(s) Information

Principal Name Pedro Santana
Principal Organization IS 391
Meeting with Principal? Yes
Principal Feedback The Principal's comments are as follows:

1. Many ceiling tiles (tectum) are damaged.
2. The cooling tower pan is deteriorated and the brackets 
supporting the cooling tower piping are also deteriorated.
3. Electrical distribution is inadequate.
4. The fire alarm system is malfunctioning.
5. Fuel oil tank #2 is deteriorated.
6. The window frames allow water infiltration.
7. Many drinking fountains are broken. 
8. The Gym and Auditorium stage  both have missing floor 
boards.
9. The stage lighting is inoperable.

Principal Name Lynn Passarella
Principal Organization PS 225
Meeting with Principal? No
Principal Feedback No Feedback from Principal

Custodian Robert O'Conner.
Fireman Rafael Pina and Babacar Sissoco
Comments on the Area (Square Feet) 201000
Comments on the Stories (Floors) plus Basements 6+Boiler Room
Comments on the Year Built 1975
Comments on the Student Population 1240
Comments on the Staff Population 175
Comments on the Number of Classrooms 90
Facade Photo

View towards the South on Webster Avenue
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Main Entrance Photo

Folin Street entrance

Roof Photo

Main roof looking North.
Have any Systems/Major Building Components been upgraded? Systems: Roofing

Years: 2003

Systems: Elevator upgrade
Years: 2008

Have there been any New Building Additions? No New Construction
Tandem No Tandem

Leased Space? No

Priority Condition
No condition recorded

Structural Engineer Required
Condition Description Location DescriptionComponent Affected PhotoImage
No condition recorded

Accessibility

Status
Fully Programmatic Accessible

Physical Breakdown Structure Exists Complies Required Deficiency

FUNCTIONAL ACCESSIBILITY
Exterior Routes

YesExterior Entrances & Exits

NoNoExterior H/C Lifts

YesYesExterior Ramps and Railings
Interior Routes

YesYesInterior Corridor Doors And Hardware
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Physical Breakdown Structure Exists Complies Required Deficiency

YesInterior Corridors & Lobbies

YesYesInterior Elevators

NoNoInterior H/C Lifts

YesInterior Lobby Doors And Hardware

NoInterior Ramps
Room & Spaces

Art Rooms

Yes YesRoom 326

Auditorium

Yes No2nd floor

NO STAGE ACCESS

Cafeteria

Yes Yes5th floor

Yes Yes4th floor

Class Rooms

Yes YesAll classrooms on 2nd, 3rd, 4th, 5th 
floors

Computer Rooms

Yes YesRoom 214

Yes YesRoom 440

Gymnasium

Yes Yes3rd floor

Library

Yes YesRoom 432

NoMulti-purpose Room

Science Lab

Yes YesRoom 506, 508

Toilet Rooms (boys)

Yes NoBoys toilets on 2nd, 3rd, 4th, 5th, 6th 
floors

ACCESSORY ARRANGEMENT
SINK ARRANGEMENT

Toilet Rooms (girls)

Yes NoGirls toilets on 2nd, 3rd, 4th, 5th, 6th 
floors

ACCESSORY ARRANGEMENT
SINK ARRANGEMENT

Toilet Rooms (staff)

Yes NoStaff toilets on 2nd, 3rd, 4th, 5th, 6th 
floors

ACCESSORY ARRANGEMENT
SINK ARRANGEMENT
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Building Template

Inspection
Question Response

ARCHITECTURAL

ATHLETIC FIELDS Does not exist

EXTERIOR Inspected
Does not existAreaway
Does not existAwnings And Canopies
InspectedChimney

Condition 2- Between Good and Fair

No deficiencies recordedDeficiency
Does not existCoping
Does not existCornice
InspectedDoors
InspectedDoors and Frames

Condition 3- Fair
METAL:DETERIORATED DOOR AND/OR FRAMEDeficiency
North on Folin Avenue and exit doors to trash storage areasDeficiency Location/Instance
4Deficiency Quantity

Quantity Uom EACH
Potential Action REPLACE DOOR AND FRAME

PRIORITY 2Urgency of Action
LEVEL 2Purpose of Action

Deficiency Photo 1

Gym exit door on Folin Avenue

Page 4 of 41 Print Date: 8/28/2009Mobile Validity Version 2.0 (P)


