
NYC Department of Education

Building Condition Assessment Survey 2010-2011

X137Architectural Inspection

Inspection Type Last EditedTime InInspectionId

I.S. 391 (UDC) - BRONX, 2225 WEBSTER AVENUE, BRONX, NY, 10457School:

 1780070 2010-12-14  08:34AM 2011-04-18  08:52AMARCHITECTURAL - SENIOR
 1900062 2010-12-14  08:38AM 2010-12-22  10:52AMARCHITECTURAL - ASSOCIATE

Asset Data
Question Answer
Was the Building Fully Accessible for Inspection? No

The exterior walls are surrounded with  sidewalk bridge & 
construction  fencing.

Comments on Inaccessible Inspection

Principal(s) Information
Principal Name Graciela Abadia
Principal Organization I.S. 391 (UDC) - Bronx
Meeting with Principal? No
Principal Feedback The Principal has the following comments: 1) Heating & Cooling 

in the building is very uneven throughout the building. 2) The 
exterior lighting requires  upgrading.

Principal Name Lynn Passerella
Principal Organization Theater Arts Production Company - Bronx
Meeting with Principal? No
Principal Feedback No Feedback from Principal

Custodian Robert 0' Conner
Fireman Rafael Pina
Building Square Footage  201,000
Comments on the Area (Square Feet) None
Comments on the Stories (Floors) plus Basements 6 + PH (no basement)
Comments on the Year Built 1975
Comments on the Student Population 1180
Comments on the Staff Population 167
Comments on the Number of Classrooms 45
Weather Fair
Facade Photo

Webster Avenue facade looking north.
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Main Entrance Photo

3rd floor entrance from Folin Street

Roof Photo

6th floor - roof 1
Have any Systems/Major Building Components been upgraded? Systems: Exterior masonry & concrete repairs ongoing.

Years: 2010

Systems: Gymnasium floor replacement.
Years: 2010

Systems: Partial exterior door replacement.
Years: 2010

Systems: Elevator upgrade.
Years: 2008

Systems: Roofing replacement.
Years: 2005

Systems: Exterior door replacement
Years: 2005

Systems: Window glass replacement.
Years: 2005

Have there been any New Building Additions? No New Construction
Tandem No Tandem

Leased Space? Yes
Year Leased not known
Inspection Type Full Inspection

Priority Condition
No condition recorded

Structural Engineer Required
Condition Description Location DescriptionComponent Affected PhotoImage
No condition recorded
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Accessibility

Accessibility Status Question Response

Is the Primary or secondary entrance on an accessible route? Yes
Is the building a multi-story building? Yes

Are All floors of the building accessible through compliant means? Yes
Accessible classrooms exists on each floor? Yes

Boys and Girls or Unisex accessible toilets exist on at least every other floor? Yes
If the following spaces exist, are they ALL accessible? Art Room, Auditorium, 
Cafeteria, Computer, Gymnasiums, Library, Multipurpose Room, Science Labs

Yes

Building Accessibility Status? Functionally Fully Programmatically Accessible

Physical Breakdown Structure Exists Complies Required Deficiency

FUNCTIONAL ACCESSIBILITY
EXTERIOR ROUTES

YesExterior Entrances & Exits

NoNoExterior H/C Lifts

YesYesExterior Ramps and Railings
INTERIOR ROUTES

YesYesInterior Corridor Doors And Hardware

YesInterior Corridors & Lobbies

YesYesInterior Elevators

NoNoInterior H/C Lifts

YesInterior Lobby Doors And Hardware

YesYesInterior Ramps
ROOM & SPACES

Art Rooms

Yes YesRoom 218

Auditorium

Yes No2nd floor

NO STAGE ACCESS

Cafeteria

Yes Yes4th floor (2) & 5th floor

Class Rooms

Yes YesAll floors

NoComputer Rooms

Gymnasium

Yes Yes3rd floor

Library

Yes Yes4th floor

Main Office

Yes YesFirst floor

NoMulti-purpose Room

Nurse's Office

Yes Yes3rd floor

Science Lab

Yes YesRooms 506 &  508

Toilet Rooms (boys)

Yes Yes2nd through 6th floors

Toilet Rooms (girls)

Yes Yes2nd through 6th floors

Toilet Rooms (staff)

Yes YesAll floors
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Building Template

Inspection
Question Response

ARCHITECTURAL

ATHLETIC FIELDS Does not exist

EXTERIOR Inspected
Does not existAREAWAY
Does not existAWNINGS AND CANOPIES
InspectedCHIMNEY
MasonryMaterial Type(s)

Condition 2- Between Good and Fair

BRICK:MINOR CRACKS AND SPALLINGDeficiency
Deficiency Location/Instance

10Deficiency Quantity
Quantity Uom S.F.
Potential Action RESTITCH

PRIORITY 2Urgency of Action
LEVEL 2Purpose of Action

Deficiency Photo 1

First floor boiler room - chimney brick crack

Violations No violations recorded
Does not existCOPING
Does not existCORNICE
InspectedDOORS
InspectedDOOR HARDWARE
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