
NYC Department of Education

Building Condition Assessment Survey 2008-2009

X155Architectural Inspection

Inspection Type Last EditedTime InInspectionId

P.S. 754 (OLD IS155) - BRONX, 470 JACKSON AVENUE, BRONX, NY, 10455School:

 1291059 2009-02-09  01:06PM 2009-02-26  04:08PMARCHITECTURAL - SENIOR
 1281067 2009-02-09  12:18PM 2009-04-23  03:13PMARCHITECTURAL - JUNIOR

Asset Data
Question Answer
Was the Building Fully Accessible for Inspection? Yes
Principal(s) Information

Principal Name Dr. Ellis Scope
Principal Organization P.S. 754
Meeting with Principal? Yes
Principal Feedback The principal expressed concerns as follow:  1.Upgrade electrical 

power distribution to support  new technology, and office and 
school equipment.  2. Inadequate amount of outlets in classrooms.  
3. Entire building needs to be air conditioned.  4. Light fixtures 
are beyond their useful life.  5. Ceiling and floor finishes are worn 
out and interior  doors are without vision panels.  6. Original 
public address system is outdated.

Principal Name Ms.Leba Collins-Augone
Principal Organization Flag High School
Meeting with Principal? Yes
Principal Feedback The principal expressed concerns as follow:  1. Original carpet in 

Room 338 is worn out.  2. Upgrade toilet rooms for student and 
staff.

Custodian Robert Paul
Fireman Cecil Sanders
Comments on the Area (Square Feet) 168000
Comments on the Stories (Floors) plus Basements 3+B
Comments on the Year Built 1967
Comments on the Student Population 1110
Comments on the Staff Population 280
Comments on the Number of Classrooms 60
Facade Photo

School West View looking North
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Main Entrance Photo

Front Entrance at Concord Ave

Roof Photo

Roof 1 looking South
Have any Systems/Major Building Components been upgraded? Systems: Roof Replacement, Parapets and Copings Repairs, 

Partial Brickwork and Repointing, Window Glass 
Panes Replacement.

Years: 2001
Have there been any New Building Additions? No New Construction
Tandem No Tandem

Leased Space? No

Priority Condition
No condition recorded

Structural Engineer Required
Condition Description Location DescriptionComponent Affected PhotoImage
No condition recorded

Accessibility

Status
Building is not Functionally Programmatic Accessible

Physical Breakdown Structure Exists Complies Required Deficiency

FUNCTIONAL ACCESSIBILITY
Exterior Routes

YesExterior Entrances & Exits

NoNoExterior H/C Lifts

YesYesExterior Ramps and Railings
Interior Routes

YesYesInterior Corridor Doors And Hardware
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