
NYC Department of Education

Building Condition Assessment Survey 2008-2009

X161Architectural Inspection

Inspection Type Last EditedTime InInspectionId

P.S. 161 - BRONX, 628 TINTON AVENUE, BRONX, NY, 10455School:

 1291003 2008-12-01  08:47AM 2008-12-17  10:18AMARCHITECTURAL - SENIOR
 1281013 2008-12-01  09:00AM 2009-03-13  09:59AMARCHITECTURAL - JUNIOR

Asset Data
Question Answer
Was the Building Fully Accessible for Inspection? Yes
Principal(s) Information

Principal Name Pablo LaSalle
Principal Organization P.S 161-Bronx
Meeting with Principal? Yes
Principal Feedback No Feedback from Principal

Principal Name Jonathan Blaufard Assistant Principal
Principal Organization P.S.17
Meeting with Principal? Yes
Principal Feedback No Feedback from Principal

Custodian David Lugo
Fireman Jorge Diaz
Comments on the Area (Square Feet) 87000
Comments on the Stories (Floors) plus Basements 4+B
Comments on the Year Built 1968
Comments on the Student Population 558
Comments on the Staff Population 109
Comments on the Number of Classrooms 60
Facade Photo

School West View
Main Entrance Photo

School Front View
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Roof Photo

Roof l North View
No System UpgradedHave any Systems/Major Building Components been upgraded?

Have there been any New Building Additions? No New Construction
Tandem No Tandem

Leased Space? No

Priority Condition
Condition Description Person(s) NotifiedLocation DescriptionComponent Affected PhotoImage

SidewalkPartial heaving of concrete 
sidewalk with a  portion of 
it being pushed up, and the 
rest  staying at the original 
elevation.

Sidewalk area on Union 
Ave side.

David Lugo

AreawayCorroded bar grating 
support  with significant 
rust product.

Basement North Areaway David Lugo

Structural Engineer Required
Condition Description Location DescriptionComponent Affected PhotoImage
No condition recorded

Accessibility

Status
Building is not Functionally Programmatic Accessible

Physical Breakdown Structure Exists Complies Required Deficiency

FUNCTIONAL ACCESSIBILITY
Exterior Routes

NoExterior Entrances & Exits
DISTANCE BETWEEN OPEN DOORS < 4'
SADDLE HEIGHT > 1/2"

NoNoExterior H/C Lifts

YesNoExterior Ramps and Railings
Interior Routes

YesYesInterior Corridor Doors And Hardware

NoInterior Corridors & Lobbies
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