NYC Department of Education
Building Condition Assessment Survey 2010-2011

Architectural Inspection X184
School: I.S. 184 - BRONX, 778 FOREST AVENUE, BRONX, NY, 10456
Inspectionld  Inspection Type Time In Last Edited

1940104 ARCHITECTURAL - SENIOR
1880104 ARCHITECTURAL - ASSOCIATE

2011-02-04 09:04AM  2011-04-20 02:01PM
2011-02-04 09:14AM  2011-03-28 06:20PM

Asset Data
Question Answer
Was the Building Fully Accessible for Inspection? No

Comments on Inaccessible Inspection

Principal(s) Information
Principal Name
Principal Organization
Meeting with Principal?
Principal Feedback

Principal Name
Principal Organization
Meeting with Principal?
Principal Feedback

Principal Name
Principal Organization
Meeting with Principal?
Principal Feedback

Principal Name
Principal Organization
Meeting with Principal?
Principal Feedback

Custodian

Fireman

Building Square Footage

Comments on the Area (Square Feet)

Comments on the Stories (Floors) plus Basements
Comments on the Year Built

Comments on the Student Population

Comments on the Staff Population

Comments on the Number of Classrooms
Weather

Bridging and netting around the building, on three sides, limited
the ability to conduct a thorough inspection of the exterior walls.

Amy Andino

Academy of Public Relations

Yes

The Principal's concerns are as follows: 1. Elevator has been out

of service since September 2010. 2. There is a constantly banging
radiator in the Principal's office.

Robin Cohen

P17 At 298

Yes

The Principal's comments were as follows: 1. Climate control is
an issue. Rooms on fourth floor are too warm. 2. Exposed and
hanging electrical wires throughout the fourth floor are
dangerous. 3. water stained walls and ceilings throughout the
fourth floor.

Anne Fennelly

JCTS 07X379

Yes

The Principal is concerned with the lack of Air Conditioning

Rashone Ault
South Bronx Academy for Applied Media
No
The Principal returned the questionnaire with no specific building
comments.
Philip Bolger
Gilbert Vasquez
175,000
None
4+B+PH
1975
892
183
74
Fair
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NYC Department of Education
Building Condition Assessment Survey 2010-2011

Architectural Inspection
Facade Photo

Facade H
Main Entrance Photo

778 Forest Avenue

Roof Photo

Roof 1, View South

Have any Systems/Major Building Components been upgraded? Systems: Roofing
Years: 2010 (roofs were still leaking, being redone at present)
Systems: Window replacement

Years: 2009
Systems: Partial brick repointing in courtyard
Years: 2005

Have there been any New Building Additions? No New Construction

Tandem No Tandem

Leased Space? No
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NYC Department of Education
Building Condition Assessment Survey 2010-2011

Architectural Inspection
Priority Condition

X184

No condition recorded

Structural Engineer Required

Condition Description Component Affected

Location Description

Photolmage

No condition recorded

Accessibility

Accessibility Status Question Response
Is the Primary or secondary entrance on an accessible route? Yes
Is the building a multi-story building? Yes
Are All floors of the building accessible through compliant means? Yes
Accessible classrooms exists on each floor? Yes
Boys and Girls or Unisex accessible toilets exist on at least every other floor? Yes
If the following spaces exist, are they ALL accessible? Art Room, Auditorium, Yes

Cafeteria, Computer, Gymnasiums, Library, Multipurpose Room, Science Labs

Building Accessibility Status?

Functionally Fully Programmatically Accessible

Physical Breakdown Structure Exists Complies Required Deficiency
FUNCTIONAL ACCESSIBILITY
EXTERIOR ROUTES
Exterior Entrances & Exits Yes
Exterior H/C Lifts No No
Exterior Ramps and Railings Yes Yes
INTERIOR ROUTES
Interior Corridor Doors And Hardware Yes Yes
Interior Corridors & Lobbies Yes
Interior Elevators Yes Yes
Interior H/C Lifts Yes Yes
Interior Lobby Doors And Hardware Yes
Interior Ramps No
ROOM & SPACES
Art Rooms
Rooms 219 and 421 Yes Yes
Auditorium
First Floor Yes No
WHEELCHAIR PARKING
Cafeteria
First Floor Yes Yes
Class Rooms
On Floors 1 through 4 Yes Yes
Computer Rooms
Rooms 214, 307 and 321 Yes Yes
Gymnasium
First Floor Yes Yes
Library
Room 236 Yes Yes
Main Office
Rooms 142, 201, 328 and 428 Yes Yes
Multi-purpose Room No
Nurse's Office
Room 110 Yes Yes
Science Lab
Rooms 216, 218 and 320 Yes Yes
Toilet Rooms (boys)
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Architectural Inspection

X184

Physical Breakdown Structure Exists Complies Required Deficiency
On Floors 1 through 4, inspected Rooms Yes Yes
146, 322 and 422
Toilet Rooms (girls)
On Floors 1 through 4, inspected Rooms Yes Yes
144, 324 and 424
Toilet Rooms (staff)
On Floors 1 through 4 Yes No
CLEAR OPENING < 32"
SINK ARRANGEMENT
URINAL ARRANGEMENT
WATER CLOSET ARRANGEMENT
Building Template
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Inspection
Question Response
ARCHITECTURAL
ATHLETIC FIELDS Does not exist
EXTERIOR Inspected
AREAWAY Inspected
Instance AW1 - Facade G
Instance Condition 3- Fair
Instance Quantity 1
Instance Quantity Uom EACH
Deficiency AREAWAY GRATINGS:MINOR RUSTING
Deficiency Location/Instance TINTON, &2 m
Z -
= FOREST | AVE NK
Deficiency Quantity 50
Quantity Uom S.F.
Potential Action MAINTENANCE
Urgency of Action PRIORITY 3
Purpose of Action LEVEL 2
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Architectural Inspection X184
Question Response
EXTERIOR
AREAWAY
Deficiency Photo 1
AWl
Violations No violations recorded
AWNINGS AND CANOPIES Does not exist
CHIMNEY Inspected
Material Type(s) Masonry
Condition 4- Between Fair and Poor
Deficiency BRICK:CAP IN BAD CONDITION
Deficiency Location/Instance
Deficiency Quantity 24
Quantity Uom L.F.
Potential Action REPLACE
Urgency of Action PRIORITY 3
Purpose of Action LEVEL 2
Deficiency Photo 1
Roof 1
Deficiency Photo 2
Roof 1
Violations No violations recorded
Deficiency BRICK:MINOR CRACKS AND SPALLING

Deficiency Location/Instance

Deficiency Quantity
Quantity Uom

20
S.F.
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