
NYC Department of Education

Building Condition Assessment Survey 2008-2009

X420Architectural Inspection

Inspection Type Last EditedTime InInspectionId

JAMES MONROE CAMPUS - X, 1300 BOYNTON AVENUE, BRONX, NY, 10472School:

 1287142 2009-04-23  07:15AM 2009-07-08  03:20PMARCHITECTURAL - SENIOR
 1286128 2009-04-23  08:46AM 2009-04-29  09:11AMARCHITECTURAL - JUNIOR

Asset Data
Question Answer
Was the Building Fully Accessible for Inspection? No

The Library is under construction and inaccessible.  The pool 
lining is under construction.

Comments on Inaccessible Inspection

Principal(s) Information
Principal Name Ramon Namnum
Principal Organization X550
Meeting with Principal? Yes
Principal Feedback The Principal's comments are as follows:

1. The flooring in the stairways should be replaced.
2. The wood floors are deteriorated.
3. The floors in the Gyms and the Cafeteria should be replaced.

Principal Name Rick Marsell
Principal Organization X692
Meeting with Principal? No
Principal Feedback No Feedback from Principal

Principal Name Gloria McDuffie
Principal Organization X680
Meeting with Principal? No
Principal Feedback No Feedback from Principal

Principal Name Mr. Mbuyi
Principal Organization X690
Meeting with Principal? No
Principal Feedback No Feedback from Principal

Principal Name Janice Gordon
Principal Organization X691
Meeting with Principal? No
Principal Feedback No Feedback from Principal

Custodian Was not present
Fireman Donovan McFarlane (acting Custodian)
Comments on the Area (Square Feet) 254000
Comments on the Stories (Floors) plus Basements 5 + B + PH
Comments on the Year Built 1924
Comments on the Student Population 2250
Comments on the Staff Population 172
Comments on the Number of Classrooms 105
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Facade Photo

Boynton Avenue looking North
Main Entrance Photo

Boynton Avenue

Roof Photo

Roof 2
Have any Systems/Major Building Components been upgraded? Systems: Handicapped Toilet upgrade

Years: 2008 - 2009

Systems: Roofing, Parapets, Windows, Re-pointing
Years: 2000

Systems: Partial Exterior Sidewalk replacement
Years: 2008 - 2009

Systems: Exterior Doors and Interior Doors at floors 1-4, 
Parapets, Coping, Areaway Gratings

Years: 2008-2009
Have there been any New Building Additions? No New Construction
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