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X435Architectural Inspection

Inspection Type Last EditedTime InInspectionId

THEODORE ROOSEVELT HS - X, 500 EAST FORDHAM ROAD, BRONX, NY, 10458School:

 1291116 2009-04-21  08:46AM 2009-05-01  11:05AMARCHITECTURAL - SENIOR
 1191082 2009-04-21  07:57AM 2009-07-09  03:49PMARCHITECTURAL - JUNIOR

Asset Data
Question Answer
Was the Building Fully Accessible for Inspection? Yes
Principal(s) Information

Principal Name Asim Mustafa (Campus Manager)
Principal Organization Theodore Roosevelt High School
Meeting with Principal? Yes
Principal Feedback The campus manager's concerns are as follow:  1.The installation 

of the public address and fire alarm  systems is in progress  and 
the final completion date for the installation of both  systems  has 
not been determined.  2. Wood framed Windows throughout the 
building are deteriorated and need to be replaced.  3.  Flooring in 
several classrooms, corridors, and stairways is deteriorated.  4. 
Deteriorated pipe line leaks though  the library Roof down to the 
Pool in the basement.

Principal Name Iris Blige
Principal Organization Fordham High School For The Arts
Meeting with Principal? Yes
Principal Feedback The principal 's concerns are as follow: 1. Classrooms and offices 

are affected by a lack of adequate ventilation.

Principal Name Gail Joyner-White
Principal Organization Bronx High School for Law and Community Service
Meeting with Principal? Yes
Principal Feedback The principal 's concerns are as follow:  1. The public address 

system is not operational.  2. Dedicated electrical outlets are 
needed in classrooms and offices

Principal Name Wilper Morales
Principal Organization West Bronx Academy For The Future
Meeting with Principal? Yes
Principal Feedback The principal 's concerns are as follow:  1. The public address and 

fire alarm systems are not operational. 
2. Every  Classroom and the library needs additional electrical 
outlets to use school equipment.  3. Remove  old  lockers in 
classrooms to maximize the use of the space for instructional 
purposes.  4.  Access to the internet is deficient, computer 
network is frequently out of service.

Principal Name Stephen Joseph Gumbs
Principal Organization Belmont Preparatory  Highs School
Meeting with Principal? Yes
Principal Feedback The principal 's concerns are as follow:   1. Several classrooms 

initially assigned to the school, have been reassigned to other 
schools.  These classrooms  need to be allocated back to the 
school for the next school year.

Principal Name Panorea Panagiosoulis
Principal Organization Knowledge and Power Preparatory  Academy International
Meeting with Principal? Yes
Principal Feedback The principal 's concerns are as follow:  1. Additional 

instructional  and storage space is required.

Principal Name Richard Bost
Principal Organization Fordham Leadership Academy for Business and Technology
Meeting with Principal? Yes
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Principal Feedback Dr. Freddy Cedeno expressed concerns as follows:  1. The public 

address system is not operational.  2. Windows are deteriorated 
and need to be replaced.

Custodian Was not present
Fireman Richard Drach Jr.
Comments on the Area (Square Feet) 319000
Comments on the Stories (Floors) plus Basements 5+B+SB
Comments on the Year Built 1928
Comments on the Student Population 2900
Comments on the Staff Population 353
Comments on the Number of Classrooms 128
Facade Photo

School North View looking West
Main Entrance Photo

School Front at Fordham Road
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Roof Photo

Partial View of Building North Area Roofs
Have any Systems/Major Building Components been upgraded? Systems: Classroom and Office Conversion, New Science Labs, 

Partial Cupola Repair
Years: 2008

Systems: New Roofs, Parapets Repairs, Brickwork, lintel 
Replacement

Years: 1999

Systems: Partial Window Replacement
Years: 1995

Have there been any New Building Additions? No New Construction
Tandem No Tandem

Leased Space? No

Priority Condition
No condition recorded

Structural Engineer Required
Condition Description Location DescriptionComponent Affected PhotoImage

Structural components of the 
pools.

Spalling of the concrete walls and slabs 
around both pools, exposing steel 
reinforcement has occurred.  Also, there is 
active water infiltration from the pools 
above

Underside of pools at 
sub-basement.

Accessibility

Status
Fully Programmatic Accessible

Physical Breakdown Structure Exists Complies Required Deficiency

FUNCTIONAL ACCESSIBILITY
Exterior Routes

YesExterior Entrances & Exits

NoNoExterior H/C Lifts

YesYesExterior Ramps and Railings
Interior Routes

YesYesInterior Corridor Doors And Hardware

NoInterior Corridors & Lobbies
CHANGE IN ELEVATION

YesYesInterior Elevators

YesYesInterior H/C Lifts

YesInterior Lobby Doors And Hardware
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