
NYC Department of Education

Building Condition Assessment Survey 2008-2009

X839Architectural Inspection

Inspection Type Last EditedTime InInspectionId

BRONX HS FOR THE VISUAL ARTS - X, 2040 ANTIN PLACE, BRONX, NY, 10400School:

 1291136 2009-05-15  10:23AM 2009-05-19  04:10PMARCHITECTURAL - SENIOR
 1191103 2009-05-15  09:18AM 2009-05-20  05:10PMARCHITECTURAL - JUNIOR

Asset Data
Question Answer
Was the Building Fully Accessible for Inspection? Yes
Principal(s) Information

Principal Name George York
Principal Organization Bronx High School For the Visual Arts
Meeting with Principal? Yes
Principal Feedback No Feedback from Principal

Custodian Michael Carroll
Fireman Carlos Carreras
Comments on the Area (Square Feet) 55000
Comments on the Stories (Floors) plus Basements 2+B
Comments on the Year Built Unknown
Comments on the Student Population 628
Comments on the Staff Population 78
Comments on the Number of Classrooms 25
Facade Photo

School West View looking East
Main Entrance Photo

Front Entrance at Antin Place
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Roof Photo

Roof 1 looking North
Have any Systems/Major Building Components been upgraded? Systems: Toilet Rooms Upgrade

Years: 2007

Systems: Roof Replacement and Parapets Repairs
Years: 2006

Systems: Building Renovation
Years: 2004

Have there been any New Building Additions? No New Construction
Tandem No Tandem

Leased Space? No

Priority Condition
No condition recorded

Structural Engineer Required
Condition Description Location DescriptionComponent Affected PhotoImage
No condition recorded

Accessibility

Status
Fully Programmatic Accessible

Physical Breakdown Structure Exists Complies Required Deficiency

FUNCTIONAL ACCESSIBILITY
Exterior Routes

YesExterior Entrances & Exits

NoNoExterior H/C Lifts

NoNoExterior Ramps and Railings
Interior Routes

YesYesInterior Corridor Doors And Hardware

YesInterior Corridors & Lobbies

YesYesInterior Elevators

NoNoInterior H/C Lifts

YesInterior Lobby Doors And Hardware

NoInterior Ramps
Room & Spaces

Art Rooms

Yes YesRoom 221

NoAuditorium

Cafeteria

Yes Yes1st Floor

Class Rooms

Page 2 of 16 Print Date: 8/28/2009Mobile Validity Version 2.0 (P)



NYC Department of Education

Building Condition Assessment Survey 2008-2009

X839Architectural Inspection

Physical Breakdown Structure Exists Complies Required Deficiency

Yes YesRooms 205, 216, 116, 118

Computer Rooms

Yes YesRoom 216

NoGymnasium

Library

Yes YesRoom 226

Multi-purpose Room

Yes YesRoom 120

Science Lab

Yes YesRoom 213

Toilet Rooms (boys)

Yes YesRooms 201,124

Toilet Rooms (girls)

Yes YesRooms 200, 123

Toilet Rooms (staff)

Yes YesRooms 228, 117

Building Template

Inspection
Question Response

ARCHITECTURAL

ATHLETIC FIELDS Does not exist

EXTERIOR Inspected
Does not existAreaway
Does not existAwnings And Canopies
InspectedChimney

Condition 2- Between Good and Fair

No deficiencies recordedDeficiency
InspectedCoping

Condition 2- Between Good and Fair

No deficiencies recordedDeficiency
InspectedCornice

Condition 2- Between Good and Fair

No deficiencies recordedDeficiency
InspectedDoors

Page 3 of 16 Print Date: 8/28/2009Mobile Validity Version 2.0 (P)



NYC Department of Education

Building Condition Assessment Survey 2008-2009

X839Architectural Inspection
Question Response

EXTERIOR
Doors

InspectedDoors and Frames
Condition 2- Between Good and Fair

No deficiencies recordedDeficiency
InspectedLintels

Condition 2- Between Good and Fair
No deficiencies recordedDeficiency
InspectedTransom/side Light

Condition 2- Between Good and Fair
No deficiencies recordedDeficiency
Does not existExterior Soffits
InspectedExterior Walls
16,500Replacement Quantity

Replacement Uom S.F.

AllInstance
Instance Condition 2- Between Good and Fair

16,500Instance Quantity

Instance Quantity Uom SF

BRICK:MINOR CRACKS AND SPALLINGDeficiency
Roof Plan Reference

Elevation

Elevation Reference Elevations  A, C
100Deficiency Quantity

Quantity Uom S.F.
Potential Action RESTITCH

PRIORITY 3Urgency of Action
LEVEL 2Purpose of Action

Deficiency Photo 1

Elevation C

Deficiency Photo 2
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